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ESG Operations, Inc.
2440 Tatum Road
Conyers, GA 30013
Ph: 770-278-7510
Fax: 770-918-6576

CAPITAL EXPENDITURE REQUEST
ESG OPERATIONS - ROCKDALE COUNTY

[Request Number:

RWR 2016/06-017

Date of Request:

June 16, 2016

Requested of:

Requestedby:
|Capital ltem Requested:

_ |ROCKDALE WATER RESOURCES -

ESG OPERATIONS, INC
Sludge Holding Blower 2 - Major Overhaul/Rehab

$40,000.00

Facility/Location:

Quigg Branch WPCP

Benefit of Capital Item:

Alternatives Considered:

Existing sludge holding tank blower/mixing system includes 2 - 250 Hp rotary lobe positive
displacement blowers. One blower is needed to provide redundancy. The overall
operational efficiency of the biosolids dewatering system and the associated $500,000
annual expenditures rely on the ability to properly manage and condition the biosalids prior
lo dewatering.

Replacement of blower is not cost effective. Very few vendors provide such repair
services for large Hp lobe blowers. ESG had 2 different companies on-site to inspect the
blower but only one vendor appeared to be fully qualified to complete the takedown,
diagnosys and repair of a very complicated large Hp blower. Estimate (attached) is
budgetary and nothing firm will be known until the blower is disassembled. We
recommended raising the approval cost ceiling for this CIP.

RWR PO or Rebatable?

RWR P(ﬁ: Yes Rebatable Account:

Capitalize Expenditure:

ﬂ’es No

Years Service Life

Extended: & — EE—
F‘ercent of New Unit: 25%
APPROVALS FOR ESG i e QR ROCKDALE WATER
) /;"'(
Signature % b Z P A
o ___7;62"’{/ : S - N
Name ~  |Ed Biskis, P.E. B Dwight \c(/\:ks
Title Project Manager, ESG Operations, Inc. DirectO\{, R)qckdqle Water Resources
' B o N
pats blelle L[zl
I l
Definitions:
O&M Repair: Does not extend the service life or is part of routine maintenance.

Capital Improvement:

a. Extends the service life of the unit.
b. Repair cost is at least 25% of the replacement cost of a new unit,
¢. Cost exceeds $5,000.




3317 Perking Road
Augusta. GA 30906

Hﬂ.’ ]' Phone: 706-772-2030
~§ Fax: 706-772-2037

To: Richard Porter Quotation Number: KE20160526
ESG P.O. Number: N/A
Conyers, GA Equip. Number: N/A
Reference: GD Blower M# GZKCCEEA Job Number: N/A

We Are Pleased To Provide The Following BUDGETARY Repair Service:
Upon inspection, we are pleased to offer the following work scope and quotation for the
above referenced pump. Our work scope consists ot the following:
Serial #5278143

[) Disassembly of blower completely.

2) Inspect and record critical dimensious.

3) Clean and blast parts for reuse.

4) Replace the following REPAIR KIT parts:
. Bearings
. Nuts, Lock
Gaskets, Flange
. Shim Set
. Seals, Lip
Sleeves
. Washers
. Seal Rings
1. Springs
j. Spacers
k. Gaskets, Cover
5) Clean Up Tips
6) Assemble pump with new parts & fasteners as needed.
Ty Paint and prep for shipment.
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FREIGHT NOT INCLUDED

Budgetary Repair: $29,000.00 - $33,000.00

PLEASE NOTE: After inspection, should any
additional parts or machine work be required
for repair, a revised quote will be submitted
for approval before any work [s done.
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SHT Blower 2
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